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Dimension sheet -irradiation chamber Multi lamp system - Compact T

Maintenanca area to remove UVC lamps
j and quartz sleeves (required)
A L\ 14" Drainage | \ Quartz sleeves
or air vent | with UVC lamps
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Y Flushing for service 1\3 V%" Drainage or air vent
’ It is recommended to keep 100mm free space
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Treat connection (compressed sheet) PN 10 according to DIN 2642 Do not change in- and outlet direction
All dimensions in mm Not draw to scale
Type ofnstallation -ﬂ-“-----
3AF300T ‘ DN 100 ‘ 1.161 1.195 1.134 1.178 256
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